
Created by Neevia Document Converter trial version

1 

WEST VALLEY CITY, UTAH 1 

ORDINANCE NO. 08-18 2 

Draft Dates: 2/22/2008  3 

Date Adopted:    4 

Date Effective:    5 

 6 

AN ORDINANCE AMENDING SECTION 16-6-103, 7 

OF TITLE 16 OF THE WEST VALLEY CITY 8 

MUNICIPAL CODE REGARDING THE 9 

INTERNATIONAL FIRE CODE AND CLEAR 10 

SPACE AROUND SPRINKLER RISERS. 11 

 12 
 13 

 WHEREAS, the City desires to amend Section 16-6-103 of Title 16 of the West 14 

Valley City Municipal Code by adding a requirement for clear space around sprinkler 15 

risers; and 16 

 17 

 WHEREAS, the City Attorney’s Office and City Fire Inspector conducted 18 

research for an appropriate amount of clear space around sprinkler risers; and  19 

 20 

 WHEREAS, the research conducted by the City Fire inspector indicated that 21 

blocked access to sprinkler risers slows down emergency response as well as endangers 22 

firefighters; and 23 

 24 

 WHEREAS, the research conducted by the City Attorney’s office indicated that 25 

there is not currently a requirement for clear space around sprinkler risers in the National 26 

Fire Protection Association Code or the International Fire Code; and 27 

 28 

 WHEREAS, the City Council of West Valley City, Utah, does hereby determine 29 

that it is in the best interests of the health, safety, and welfare of the citizens of West 30 

Valley City to amend Title 16 of the West Valley City Municipal Code to reflect this 31 

requirement. 32 

 33 
 NOW, THEREFORE, BE IT ORDAINED by the City Council of West Valley 34 

City, Utah, as follows: 35 

 36 
 Section 1.  Repealer.  Any provision of the West Valley City Municipal Code 37 

found to be in conflict with this Ordinance is hereby repealed. 38 

 39 
 Section 2.  Amendment.  Section 16-6-103 is hereby amended to read as follows: 40 

 41 

16-6-103. AMENDMENTS MADE TO THE INTERNATIONAL FIRE CODE.  42 
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  (9) Section 903.3.1.1 NFPA 13 sprinkler systems  is amended to read as 43 

follows: Where the provisions of this code require that a building or portion thereof be 44 

equipped throughout with an automatic sprinkler system, sprinklers shall be installed 45 

throughout in accordance with NFPA 13 except as provided in sections 903.3.1.1.1 and 46 

903.3.1.3. 47 

 48 

(a) Where the provisions of this code require that a building or portion thereof 49 

be equipped throughout with an automatic sprinkler system, sprinklers 50 

shall be installed throughout in accordance with NFPA 13 except as 51 

provided in sections 903.3.1.1.1 and 903.3.1.3. 52 

 53 

(b) A working space of not less than thirty-six (36) inches in depth shall be 54 

provided around all sprinkler risers.  This space shall continue from floor 55 

to ceiling uninterrupted. No storage of any materials shall be located 56 

within the designated space. 57 

 58 

 Section 3. Severability.  If any provision of this Ordinance is declared to be 59 

invalid by a court of competent jurisdiction, the remainder shall not be affected thereby. 60 

 61 

 Section 4. Effective Date.  This Ordinance shall take effect immediately 62 

upon posting as required by law. 63 

 64 

 PASSED and APPROVED this __________ day of ______________________,  65 

2008. 66 

 67 

 WEST VALLEY CITY 68 

 69 

 70 

 71 

       72 

 MAYOR 73 

 74 

ATTEST: 75 

 76 

 77 

 78 

      79 

CITY RECORDER 80 
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